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Abstract-A calorimetric test rig is used to investigate various loss components in a 10 m long Superconducting cable model.
A calorimetric technique, based on tliermocouple measnrements, is used to measure the losses of the 10 m long snperconducting cable model. The current dependent losses iire also measured electrically and compared with the losses obtained with the calorimetric method. The results obtained by the two methods are consistent.
Based on an 12 (current) fitting procedure, the loss, caused by the eddy current generated in the stainless steel cryostat housing, and the hysteresis loss generated in tlie conductor can be separated. From this result, it appears that the two contributions are roughly equal in size.
Index Terms-Calorimetric test rig, losses, superconducting power cable. INTRODIJCTION HARACTERIZING a high temperature superconducting C cable is imperative in order to compare the perforinance with conventional cables. Energy dissipation is an important factor by which cables are characterized.
1.
The losses of a superconducting cable can be divided into thermal losses, electrical losses (eddy current, hysteretic), pumping losses, dielectric losses and refrigeration losses. In conventional cables, pumping losses and refrigeration losses are only encountered when using forced cooled cables. Dielectric losses, pumping losses and refrigeration losses are not considered in this work. Dielectric losses are neglected as they are generated at room temperature (warm dielectric cable) and have no impact on the cooling circuit. Pumping losses are negligible due to the short length of the experiment and the low flow rates that are used.
The electrical losses can be determined by electrical power factor measurements [I] . However, it is not practical to measure the thermal losses by such methods. Measuring the losses of a superconducting cable using an electrical method presents a challenge when the cable core is placed in a stainless steel (SS) cryostat and connected in a 3 phase configuration. Even measuring cable losses in 3 phase conventional cables is not trivial and requires the use of a phase sensitive voltmeter and careful determination of the phase angle between load the current and the voltage. For a conventional cable, the phase angle measurement is less difficult because the resistive voltage is relatively large compared with the inductive voltage. In a superconducting cable, the inductive voltage is generally much larger than the resistive voltage so the measurement becomes very sensitive to spurious magnetic fields around the conductor. The magnetic field in a 3 phase configuration thus becomes an impediment to loss measurements which rely on measuring the load current and the voltage together with the phase between them. In principle, an electrical method to determine the losses in a 3 phase superconducting cable system must rely on complete inductive compensation of the voltage signal.
Alternatively, the losses can be determined by calorimetric techniques. In this case, the electrical loss and the thermal loss can be separated in a straight-forward manner, because under zero load, only thermal losses are present, whereas under electrical load conditions, the electrical loss makes an additional contribution. The draw backs of the Calorimetric method are that it suffers from inherently long time constants (sometimes hours) for thermal equilibrium and rather low sensitivity [2] . In the following, a loss measurement based on the temperature difference in flowing liquid nitrogen (LN2) is reported. The calorimetric method relies on using a set of thermocouples to monitor the temperature difference between two posistions in the LN2 circuit.
TI. EXPENMENT
The test rig consists of a 10 in long flexible cryostat (DeMaCo [6]), two custom made cable terminations, and a closed circuit liquid nitrogen (LN2) cooling system (Messer Cryotherm [7] ). An HTS cable core (the conductor) is placed inside the 10 in long SS cryostat. Temperature sensors are placed inside and outside the conductor. Fittings in the cable terminations allow current and LN2 to be fed to the cable core.
A. Cryostat
The 10 m cryostat is a double walled flexible stainless steel hose with an inner bore diameter of 50 mm (DN50). The inner and outer walls are thermally insulated from each other by intermediate vacuum and a sandwich of 25 aluminum foils alternating with layers of glass paper. The maximum heat leak of the cryostat is specified as 2.5 W/m. The outer corrugated wall is electrically interrupted by a ceramic insulator (30 cm long) in order to reduce eddy current losses during ac operation of the conductor. Each end of the cryostat can be connected to a cable termination with a Johnston coupling.
At present, the cryostat is being used in a straight configuration; however, the cryostat and the superconducting cable conductor can also be tested in a bent configuration.
B. Cable Termination
Each cable termination consists of a double walled stainless steel housing (vacuum insulated) which has the form of an inverted T-piece. The cable termination serves multiple purposes. The 2 kA HTS conductor, the current lead (copper), and the LN2 supply each enter a branch of the T-piece. Besides joining these three branches, the cable termination must also function as a high voltage (36 kV) to ground transition. A detailed description of the termination design can be found in [8] and [9] .
C Cooling System
The present experimental cooling system includes a cooling station, the two custom designed cable terminations and the 10 m cryostat. Vacuum insulated flexible lines connect the cooling station with the cryostaticable using Johnston couplings. The cooling station consists of an LN2 bath, heat exchanger, circulation pump, Coriolis flow meter, and pressure chamber. The cooling in the closed circuit is obtained by flowing the circulating pressurised LN2 through a boiling bath of LN2. Thus, the bath is as buffer and cooling source. This system is capable of producing temperatures of around 78 -80 K in the closed circuit with a cooling power of up to 2000 W. This system facilitates experiments as a function of temperature, pressure and flow rate (cooling power).
In order to lower the temperature below the boiling point of LN2 (77 K at 100 kPa, (1 bar)), a vacuum pump (250 m3/h) is connected to the cooling station. The vapour pressure of the LN2 bath/buffer can be controlled with the pump down between 10 -100 kPa (100 -1000 mbar), which corresponds to the temperature range 65 -80 K. At the low pressure end, the pump characteristic corresponds to a yield of about 1000 W of cooling power (@ 65 IC).
With a load of about 500 W, the cooling station can be operated continuously for 24 hours (with an extra buffer tank) and is capable of operating with an overpressure of up to I MPa (10 bar). The flow range is 0.05 -0.3 kgis, and the temperature range is 65-80 K. The characteristics of the cooling system are summarized in Table 1 . 
D. Cable Conductor
The superconducting core, i.e., the conductor, consists of 193 helically wound HTS tapes which give a critical current of 3.2 kA [l], The tapes are divided into 8 layers and each end is soldered to a copper joint which provides the connections to a current lead and an LN2 feed. The tapes are wound on a hollow former with an inner diameter of 30 mm, leaving adequate space for installing sensors, etc.
In order to measure the heat transport of the LN2 in the cable, a set of E-type thermocouples is placed in the former, i.e., in the LN2 stream. The distance between the thermocouples is 7.0 m in order to obtain the largest possible temperature difference and yet avoid end effects. Similarly, another thermocouple is placed in the LN2 stream spanning one cable termination. Calibrated silicon diodes (type DT 471 SD) are mounted on the outermost HTS tapes on the outside of the conductor (middle part) and on the superconductor to normal conductor transition. Another silicon diode is placed in the LN2 stream in order to monitor the absolute temperature. The positions of the thermocouples and the diodes are shown in Fig. 1 .
For calibration purposes, a constantan heater is mounted in the LN2 stream between the set of thermocouples inside the conductor. The voltage signal from the thermocouples is monitored by two nanovoltmeters (HP 34420A). The diodes are read by a Lakeshore 330 temperature controller. The data from the thermocouples and the diodes are automatically logged versus time using a HP-VEE interface, developed for the purpose. The time interval between readings is about 45 s. The measurement station is electrically floating whereas the conductor and the cryostat are grounded.
111 all experiments, the superconductor is driven by a 50 Hz current source capable of giving 2000 A rms. Two return current paths are positioned symmetrically near the superconductor so as to minimize the influence of inductance and magnetic fields on electrical loss measurements. Details of the electrical loss measurements are found in [ 11. 111. RESULTS Fig. 2 shows a thermocouple measurement spanning five hours. During this time, the conductor carried I300 A rms (50 Hz) for almost two hours. In addition, data are recorded before and after running the conductor with load, in order lo determine the zero level (i.e., with no-load) accurately. The dip after the energized period is due to an accelerated cooling procedure where the flow rate is increased. For the rest of the curve, the flow rate is kept constant at 0.147 kgis. In Fig. 2 , the spread in data is almost & l pV, and a slight drift in the zero level can be detected. Fig. 3 results from a zero compensation and a simple averaging procedure (21 points}. In Fig.  3 , the spread in data is reduced to less than 10.5 p V j and the zero drift is eliminated. The thermocouple voltage for the energized period can be determined (in Fig. 3 "estimated" ) to 0.9 p V h0.6 pV (95% confidence interval). From the instream diode, the temperature can be read as 80 IC The thermoelectric sensitivity for an E-type thermocouple at 80 K is 26.8 p V / K Thus, thermopile made from two thermocouples provides a sensitivity of 53.6 pVil<. With the use of the expression for mass flow, the heat dissipated into the LN2 can be obtained as
( 1) P (W) is the heat dissipated in the LN2, cp (Jkg-l K') is the specific heat of LN2 at constant temperature, iii (Itgs-') is the flow rate and AT (IC) the temperature difference over the thermocouple. With cp = 2.05 (ItJ kg-'I<-') and by using the thermal sensitivity of the E-type thermocouple, a AT of 0.0 I7 K can be calculated. This leads by (1) to a dissipaled heat of P = 5.1 W in the 7 in long conductor, which is 0.73 W/m. The error of this number is related to with what precision the temperature difference AT, and thereby how prccise the change in thermoelectric voltage can be determined. The 95% confidence interval is about *0.6 pV, or in this case about 60%. 'The error of the Coriolis flow meter reading is better than l%, i.e. negligible. The resulting error in lhe time (h) Fig, 3 . Same as Fig. 2 . but zero level compensated and data averaged. Voltage level for energized cable indicatcd by a straight line (estimated) power dissipation P is about 3.6 W or 0.6 W/m for this experiment (1300 A and 0.147 kg/s). By decreasing the flow rate, and by performing a better data reduction, the error can be decreased, In Fig. 4 , similar calorimetric data are plotted (open circles) for currents of 800 to 2000 A rms. With the same operating conditions, a total loss curve is obtained in the range 200 to 2000 A rms using phase sensitive electrical measurements with inductive compensation. This is plotted in Fig. 4 as the heavy line. The two data sets agree within the range of overlap (800 to 2000 A). Therefore, it is plausible to assume that the two data sets represent the same loss curve for the superconductor in the SS cryostat. This is substantiated by comparison with earlier measurements performed in a metal free environment. In order to get the "pure" hysteretic loss of the conductor, it is necessary to subtract the eddy current loss originating in the SS cryostat due to magnetic field generated by current through the conductor. The eddy current loss follows an I* law, where 1 is the rins current in the conductor. Thus, by accounting for the I* contribution, the dashed curve in Fig. 4 is obtained. Thus, the total electrical losses are a factor of two larger than the hysteretic losses. of the ac loss performed at 77 I< on the conductor in a metal free environment tend to be lower than the values obtained in the SS cryostat. However, two major differences have to be considered. The loss measured in the SS cryostat is the total electrical loss generated by current through the conductor whereas the data obtained in the metal free environment involve only the hysteretic loss of the superconductor. Further, there is a temperature difference of about 3 K between data taken in the SS cryostat and in the metal free environment. It seems reasonable to explain this discrepancy with the 3 I< temperature difference. Further, a slightly larger joint resistance at the superconductor end and a temperature gradient of the order of 1 I< in the SS cryostat experiment would cause a change in the current distribution of the superconductor. Qualitatively these factors combine to increase the expected loss when the conductor is placed in the SS cryostat. In this sense, the two sets of data, although different, must be regarded as representing a coherent picture of the I O in long model superconductor.
IV. CONCLUS~ON
With a simple calorimetric measurement, we have determined the ac losses of a 10 in long superconducting cable model. The electrical and the calorimetric measurements were in good agreement. The test system is suitable, for determining the load and no-load dissipation of other electrical power components as well as for a three phase cable arrangement. The thermal resolution of the experiment is dependent on each component. For the 10 in long conductor, we obtained a resolution in the range 0.6 Wim. For cables in general, the resolution should increase with the length because the temperature difference between the ends of the cable increases with length.
